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PROJECT TYPE:   76,566 SF OF OFFICE/FOOD PREP/WAREHOUSE RENOVATION                                     MEP TO BE DESIGN BUILD 
MEP TO INCLUDE STAMPED ENGINEERED DRAWINGS AND COMCHECK REPORTS AS REQUIRED BY THE CITY OF DALLAS
PLANS AND GENERAL NOTES ARE ATTACHED AND AVAILABLE ON THE WORLD WIDE WEB AT: 
                     http://turnerandjacobs.com/ftp/bidding
SITE VISIT:   LOCK BOX  #972
REMODEL CONSTRUCTION – EXCLUDE TAX 
SUPPLEMENTAL INFORMATION:

This is not a pricing exercise for a proposal, this is a customer that just recently signed the      lease.  This work will be awarded and released to start shortly after the pricing is received and reviewed. 

Scope (per RFP/directives received by ProLogis):
See attached dwg's, and also:

GENERAL
1. the construction will take place in a vacant space
2. base bid to include utility splitting, as required to separate building at the new demising wall location
3. site plan shows electrical service panel on the West wall, this is incorrect (those are subpanels), the electrical service is on North wall toward the Northwest corner
4. the existing electrical service at the Northwest corner will serve the Blue Ribbon space in its entirety
5. base bid to include putting the house panel (which is also on the Northwest corner) on its own meter
6. there is a 2nd electrical service location on the West wall (other side of new demising wall) which will be re-established to serve the vacant side…..this work to be excluded from this bid, as it will be made part of the work that eventually will takes place on the vacancy side
7. this project will need to be food grade compliant
 
WAREHOUSE
8. existing warehouse heater systems and warehouse ventilation systems to remain, and be screened if needed for food grade
9. warehouse will remain non-AC'd as it is today, except for Production Area Candle Room (as noted below) 
10. existing warehouse lighting to remain, and have lenses installed (and/or lamps replaced) throughout for food grade
11. existing man doors, OH doors, and dock equipment to be retrofitted for food grade
12. new MM80 joint filler at all floor joints throughout
13. new 18" wide painted white strip at perimeter of all walls throughout
14. exclude note 22 in its entirety
15. include new demising wall across building
16. carry $8000 allowance, specifically for structural reinforcement only, at the new 14x14 OH door on North wall
 
PRODUCTION AREA
17. its not specifically shown, but this is to be a fully AC'd area
18. existing rooftop HVAC equipment to be made functional again to feed new Production Area (some exist that are in decent and workable shape)
19. service report on existing HVAC units to be sent separately
20. the Production Area will have relatively high equipment load, the HVAC design will need to accommodate above standard heat load due to the tenant's equipment
21. electrical needs per tenant's equipment layout will be sent separately
22. need new R-19 pin-weld insulation at deck (and potentially new insulation at tilt-wall) as required for the AC'd area
23. need to change out the existing OH door in tilt wall, needs to be insulated, and comply w food grade
24. new doors that enter and/or exit the space need to be insulated
25. note the sink shown on the North side of the North wall, this is intended to be a stainless handwashing sink, even though it looks like a floor mounted mop sink
26. at the new cleanout area that's drawn, exclude the ceramic tile that's shown, and include epoxy floor for this area instead
27. there is an existing 2" water line that has a South bound line that is T'd and capped up high in the structure, this needs to be extended thru new demising wall for future use on the vacant side 
28. lights within Production Area to be put on multi-way switch, located at the man-doors that enter the Production Area 
 
CANDLE ROOM
29. its not specifically shown, but this is to be a fully AC'd area
30. existing rooftop HVAC equipment to be made functional again to feed new Candle Room Area (some exist that are in decent and workable shape)
31. service report on existing HVAC units to be sent separately
32. the Candle Room will not have an equipment load, standard calc's for open AC'd warehouse will suffice
33. need new R-19 pin-weld insulation at deck (and potentially new insulation at tilt-wall) as required for the AC'd area
34. new doors that enter and/or exit the space need to be insulated
35. lights within Candle Room Area to be put on multi-way switch, located at the man-doors that enter the Candle Room Area
 
FREEZER AREA
36. Freezer Area is by tenant
37. existing lights above the Freezer Area to be switched together, switch can be kept adjacent to existing lighting panel, we intend to keep these off at all times since they are located above where the Freezer will eventually be installed 
 
OFFICE
38. new HVAC at new office, design/build w HVAC sub, but not necessarily 1 ton per 300 SF (per note 18)
39. new ceiling tile at new office to match what's existing
40. all finishes for new office expansion to match what's existing
41. note the guardrail protection shown at the South side of office area
42. include same amount of linear feet shown at South side office, to be installed at the West side of office area (even though its not shown)
43. the new windows shown on the South side office to all have 1-way glass film installed on them, to prohibit viewing from warehouse into office
44. existing water heater and janitors sink are intended to remain, if the are shown incorrectly on the plan, then we will revise the plan, these are not to be relocated
45. the Open Office Area shown at the North will have 4 modular furniture stations, plan to have adequate power in the area for future connx
 
Alternate Pricing (supplemental to those already identified on dwg's, if any)
- A1, paint all warehouse columns yellow, from floor to 12' AFF 
Please fax bids for this project to 972-488-1990  or e mail them to:

 yvette@turnerandjacobs.com  or cjacobs@turnerandjacobs.com
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INVITATION TO BID –


****PLEASE REPLY****


WILL BID/ NO BID








BIDS DUE:  FRIDAY, 04/30/2010 @ 10:00 AM





PROJECT:    BLUE RIBBON


                       11411 HILLGUARD


		    DALLAS, TEXAS








Turner & Jacobs Construction Co.  11167 Ables Lane, Dallas, Texas  75229
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