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PROJECT TYPE:   227,120 SF OFFICE /WAREHOUSE RENOVATION 
PLANS AND GENERAL NOTES ARE ATTACHED AND AVAILABLE ON THE WORLD WIDE WEB AT: 
                     http://turnerandjacobs.com/ftp/bidding
SITE VISIT:    LOCK BOX - 4390
REMODEL CONSTRUCTION – EXCLUDE TAX 
Scope (per RFP/directives received by ProLogis):
See attached dwg's, and also:

GENERAL
A.  the construction will take place in a vacant space
B.  where the email correspondence below and the General Notes on the plan are in conflict, then the email notes below will govern
C.  in subsequent message, we will send copy of HVAC report, if it exists 
 
SITE
D.  exclude new concrete ADA ramp, adjacent entry steps, and all associated handrail systems, curb ramps, striping, painting, and signage from base bid…..this work will take place, however we need to see price broken out (see Alternate A1 below)
E.  exclude new exterior storefront entry, and interior storefront immediately S of it from base bid…..this work will take place, however we need to see price broken out (see Alternate A2 below)
F.  for now exclude comment about existing fencing and new screening…..this note is confusing, we will clarify and re-send at later date
 
WAREHOUSE
G.  existing warehouse heater systems to remain
H.  existing warehouse ventilation systems to remain
I.  warehouse will remain non-AC'd as it is today
J.  exclude note #22 in its entirety
K.  new OH doors are to match existing
L.  new levelers are to match existing levelers in size, and be 30k LB capacity, mechanical operation…..regarding RiteHite, their mainstream RiteHite brand is acceptable, however RiteHite's "Genesys" brand is not acceptable
 
OFFICE
M.  existing ceiling grid system to be modified as required to accommodate new office layout
N.  contrary to plan note #16, existing ceiling tile and above ceiling insulation will demo, and new 2nd look ceiling tile and new above ceiling insulation will be installed
O.  existing ceiling grid to be painted white prior to new ceiling tile installation
P.  replace existing flooring with new
Q.  replace existing window blinds with new, and if any office exterior windows are without blinds, then include new ones at these locations also
R.  note the Open Office area, shown to have modular furniture stations, plan to have adequate power in the area for future furniture connx
S.  base bid to include retrofitting (or replacing if required) the existing light fixtures with new fixtures…..design/build w Elect sub, not necessarily 1 fixture per 75 SF (contrary to plan note #21)…..rearrange layout and spacing as required to best accommodate new office layout…..demo and/or supplement fixtures as needed in areas where there are too many and/or too few…..include motions and/or occ sensors as required to comply with new energy code
T.  contrary to plan note #18, existing HVAC systems to remain, and be modified and rebalanced as required to accommodate new office layout
U.  existing t-stats to be replaced with programmable t-stats, and be relocated as required for optimal performance of HVAC system with the new office layout
V.  existing HVAC supply and return air diffusers/grilles to be replaced with new
W.  doors between office and warehouse to have seals packages installed to minimize AC loss
X.  be sure to note the two windows being added in Shipping Office
Y.  KEY NOTE, in terms of finishes only, be sure to exclude finishes work in the "existing to remain" area, this area will be locked off and not be used by this tenant
Z.  repaint throughout office
 
Alternate Pricing (supplemental to those already identified on dwg's, if any)
- A1, new concrete ADA ramp, adjacent entry steps, and all associated handrail systems, curb ramps, striping, painting, signage, etc.
- A2, new exterior storefront entry, and interior storefront immediately S of it 
- A3, replace existing office HVAC with new, design/build w HVAC sub, but not necessarily 1 ton per 300 SF (contrary to plan note #18)
- A4, replace all existing plumbing fixtures with new
- A5, referencing email note "Y" above, extend new finishes work into the "existing to remain" area, completing new finish work thru 100% of office area (we may go ahead and do this on our own, regardless of tenant's specific needs) 
- A6, new fabric screening (and associated fence bracing/reinforcement if required)…..the limits of the new screening will be sent at later date 
 

Please fax bids for this project to 972-488-1990  or e mail them to:

 yvette@turnerandjacobs.com  or cjacobs@turnerandjacobs.com
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INVITATION TO BID –


****PLEASE REPLY****


WILL BID/ NO BID








BIDS DUE:  WEDNESDAY, 06/3/2010 @ 10:00AM AM





PROJECT:    CENTRAL GARDEN


		    1701 TIMBERLAKE DRIVE


                       ARLINGTON, TEXAS








Turner & Jacobs Construction Co.  11167 Ables Lane, Dallas, Texas  75229

972.488.8868           Fax 972.488.1990

11167 Ables Lane, Dallas, Texas  75229

972-488-8868       Fax  972-488-1990


