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PROJECT TYPE:   76,566 SF OF OFFICE/WAREHOUSE RENOVATION MEP TO BE                                      DESIGN BUILD 
MEP TO INCLUDE STAMPED ENGINEERED DRAWINGS AND COMCHECK REPORTS AS REQUIRED BY THE CITY OF IRVING
PLANS AND GENERAL NOTES ARE ATTACHED AND AVAILABLE ON THE WORLD WIDE WEB AT: 
                     http://turnerandjacobs.com/ftp/bidding
SITE VISIT:   LOCK BOX  #783
REMODEL CONSTRUCTION – EXCLUDE TAX 
Scope (per RFP/directives received by ProLogis):
See attached dwg's, and also:

GENERAL
1. the construction will take place in a vacant space
2. base bid to include utility splitting, as required to separate building at the new demising wall location
 
WAREHOUSE
3. existing warehouse heater systems to remain, and be regrouped as part of demising the space
4. existing warehouse ventilation systems to remain, and be regrouped and reswitched as part of demising the space…..note that the existing fans are interlocked with certain OH doors
5. warehouse will remain non-AC'd as it is today
6. existing warehouse lighting to remain, and be regrouped and reswitched as part of demising the space
7. exclude note 22 in its entirety
8. include new demising wall across building, they have requested that this be a 2-hour wall
9. disregard and exclude the dock equipment adds that are shown on the dwg's, they are incorrect, see alternates below instead
 
OFFICE
10. new ceiling tile at new offices to be 2x4 "second look" tile, for a 2x2 appearance (contrary to note 16)
11. exclude top of wall black aluminum trim, which was previously the ProLogis standard
12. new HVAC at new offices, design/build w HVAC sub, but not necessarily 1 ton per 300 SF (per note 18)
13. new lighting at new offices, design/build with Electrical sub, but not necessarily 1 fixture per 75 SF (per note 21)
14. new office door type and finish to match existing doors in the existing office in the Northwest corner
15. the North wall of the new break room and RR's in Northeast corner will most likely need to be full height for energy code, in lieu of what's shown on dwg's
 
Alternate Pricing (supplemental to those already identified on dwg's, if any)
- A1, paint all warehouse columns yellow, from floor to 12' AFF
- A2, install 120v quad outlet on four (4) warehouse columns, locations per redlined attachment
- A3, install scissor gate at every OH door, prefer the type that mounts to the inside, not visible from the exterior when the OH door is closed
- A4, install power and disconnects for eight (8) battery chargers, assume ____amp 240v 1-ph, location per redlined attachment
- A5, install epoxy floor at battery charge area, 50 FT x 20 FT, location per redlined attachment
- A6, install swing arm light at every other OH door, including the required 120v power if it doesn't already exist
- A7, install eight (8) mechanical edge-of-dock levelers, locations to be determined
- A8, demo existing black window screening (and interior chain link fence), and install frost film on all building perimeter windows, described by customer as "clear matte frost tint", intended to still let some natural light in, but also hinder viewing from the outside to the interior of the warehouse
- A9, at new break room and RR's in Northeast corner, build North walls as shown on dwg's, and extend the Eastern full height wall all the way to the North, enclosing the Northeast corner (as shown per redlined attachment).  Include ceiling grid only within this newly enclosed area
Please fax bids for this project to 972-488-1990  or e mail them to:

 yvette@turnerandjacobs.com  or cjacobs@turnerandjacobs.com
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INVITATION TO BID –


****PLEASE REPLY****


WILL BID/ NO BID








BIDS DUE:  MONDAY 05/24/2010 @ 10:00 AM





PROJECT:    DEALER TILE


                       9250 N. Royal Lane


		    Irving, Texas








Turner & Jacobs Construction Co.  11167 Ables Lane, Dallas, Texas  75229

972.488.8868           Fax 972.488.1990

11167 Ables Lane, Dallas, Texas  75229

972-488-8868       Fax  972-488-1990


